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Summary. A set of theoretical and experimental research of evaporative air conditioner unit has 
provided a design that can be used on railway rolling stock and that meets the requirements of 
regulations of the microclimate parameters of the locomotive cab. 
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INTRODUCTION 

When providing comfortable sanitary and hygienic indoor microclimate 
parameters [Pankova, 2000] it allows people to increase the productivity of work and 
reduce the probability of professional diseases. The results of statistical studies show 
that the diseases of the locomotive crews’ workers depend to a large extent on the 
unfavourable climatic conditions in the cab of the locomotive, and are reflected in the 
cardiovascular, musculoskeletal, and nervous systems. Moreover, the absence of 
favorable climatic conditions in the work of the locomotive driver and the driver’s 
assistant accumulates fatigue, lethargy, and similar phenomena that affect the security 
of movement in the similar way. 

RESEARCH ANALYSIS 

To maintain the necessary sanitary and hygienic parameters of microclimate on 
the modern locomotives [Sorokin, 1996; Sokolov, 1998] the air-conditioning system, 
which typically consists of a steam compressional air conditioner with hermetic 
compressor or compressor of packing design and a heating-ventilation unit is used. This 
scheme has many flaws which at pesent do not allow to solve the problem of 
conditioning on the railway rolling stock completely: 
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-  taking into account the fact that locomotives use air conditioners that can not 
work as a heat pump, the additional use of the heating-ventilation unit, which makes the 
design of the system more complicated and increases its value becomes obvious; 

- steam compressional conditioners are structurally complex, expensive and 
dangerous for environment; during the operation due to vibration and sudden 
accelerations, the depressurization of the cooling system is possible; 

- the use of one-piece scheme of the conditioner and considering its complex 
structure it makes the layout of the locomotive and the further rational distribution of air 
masses in the driver's cab more complicated; 

- steam compressional conditioners use much energy consumption, resulting in 
additional operational costs.  

Elimination of flaws relevant to the currently used air conditioning system in the 
locomotive cab is possibly by using of the evaporative cooling water systems. The 
settings of such type are clean, reliable, and structurally simple. The main advantages 
that characterize the evaporative coolers are the follows: environmental cleanliness, the 
use of renewable sources of energy, little energy consumption (comparing to steam 
compressional air conditioners is 10 ... 15 times lower), absence of non-ferrous metals, 
simple design and operation [Doroshenko, 1983; Maysotsenko, 1987; № 85.4.14.010, 
1986].   

The given design uses the following means of air cooling: 
- evaporation of water from the surface of the porous nozzle, which is moistened 

by vertical capillary rise of fluid from the reservoir; 
- evaporation of water from the surface of liquid film formed by the forced 

irrigation of a metal nozzle from the top to the bottom with the subsequent collection of 
fluid in the reservoir; 

- separation of air flow, moving on "wet"and "dry" channels of the nozzles; in the 
"wet" channels the water film and nozzles are cooled, the air saturated with moisture 
from the "wet" channel entering the atmosphere; in the "dry" channel the air is cooled 
and then goes to the cab of the vehicle. 

The presented schemes of the air coolers have the following disadvantages: 
- the use of porous nozzles results in a reduction of their height taking into 

account the limits of capillary rise of liquid; the reduction of heat transfer due to the low 
coefficient of thermal conductivity of the nozzle material, to their pollution resulting in 
the deterioration of capillary fluid rise and the reduced cooling capability of the device; 

- the use of metal nozzles assumes the strict film flow in the "wet" channels, 
which is structurally difficult to implement provided there are some "dry" channels on 
the back of the nozzle; 

- the use of both types of nozzles, which ensure the air cooling and assumes the 
realization of the small values of the average coefficient of heat transfer (≈40-60 
Вт/м2

К) from the wall to the air flow; 
- both schemes are one-piece and very complex, which causes the problems with 

their installation on the locomotive and further air distribution in the driver's cab. 
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THE AIM AND THE TASK OF THE RESEARCH 

The elimination of defects and the adaptation of the evaporative cooler to be used 
on the railway rolling stock is possible when the following positions are realized: 

- during the evaporation it is preferable to use the cooled water which will cool 
the air directly through recuperative heat exchangers which realize the great values of 
the heat transfer coefficient; 

- to divide the conditioner into two parts: evaporative (with nozzles, fan, water 
pump) and cooling (with a recuperative heat exchanger and fan); 

- to use metal nozzles, which during the rotation come into the lower part, 
irrigated by the water and further, having passed the compressor’s device go out to the 
top, where they are blown by the air flow; 

- to connect the cooling unit of the conditioner with the cooling system of 
internal combustion engine of the locomotive and use it as a heating unit for locomotive 
cab in the cold season. 

RESULTS AND THEIR ANALYSIS 

Mathematical modeling of the presented processes for selecting the rational 
parameters of structural and regime parameters is given in the work [Lutsenko, 2011]. 

When considering the cooling surface of the direct evaporative cooler, the 
thermal balance equation [Neduzhyj, 1981; Ysachenko, 1981] can be presented as: 

β α= − = −a wq q q q , (1) 

where: aq , wq  - the heat flow density in the air and to the water film on the nozzle 

respectively; qα , qβ - the heat flow density defined by the heat transfer from the air to 

the water film and formed by evaporation of the water film. 
Solving (1) is possible by using the analogy between hydrodynamic, thermal and 

diffusive boundary layer of the air when producing the distance from the liquid film and 
determining the coefficient of heat transfer, flow steam mass density and others. 

The distribution of the relative velocity along the hydrodynamic boundary layer 
[Shlikhting, 1974] on the flat plate was defined as 1( )u U f η∞ ′= , where u - the current 

speed in the boundary layer at the distance from the surface; U∝ - the air flow rate outside 
the boundary layer and approximated by the following polynomial: 

η η η−′ = − ⋅ +2 2
1 1 1( ) 3,57 10 0,377f  ; (2) 

where: 1 5yη δ=  - dimensionless boundary layer coordinate; 5 x Uδ ν ∞= ⋅ - 

boundary layer thickness; х – distance from the starting edge of the plate to the given 
point; ν - kinematic air viscosity. 

With the flow mode in the channel between the nozzles, we finally get the 
equation for the flow outside the boundary layer: 

( )0,7

G
U

b Hρ δ
Σ

∞ =
−

;    max 0,65

G
U

bHρ
Σ= . (3) 
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Considering the thermal boundary layer, the temperature distribution will be 

defined as 
ϑ η
ϑ∞ ∞

− ′= =
− 2( )w

w

t t
f

t t
, where the distribution function on the basis of 

previously obtained distribution of the relative speed (2)  
With the temperature gradient at the nozzle surface, the coefficient of heat 

transfer is defined as: 

0

1,89

yy k
λ ϑ λα

ϑ∞ =

 ∂= = ∂ 
, (4) 

Based on the analogy of speed and concentration profiles of the water steam at 
the border layer, the density of mass flow of steam in the boundary layer is defined as 

( )
1,89 н

п

п

D p p
j

R Tδ
∞−

= . (5) 

where
н

p  - saturated steam pressure near the surfaces of the water film; p∞ - steam 

pressure outside the boundaries of the boundary layer in the channel between the 
nozzles. 

The given analysis of the processes occuring in the channel between the nozzles 
between the air flow and the basic platform of the nozzle allow to solve the equation (1) 
and determine the change of the air flow parameters. 

Based on the equations of the density of heat flow going through the nozzle,  
taking into account the heat taken away from it and the liquid film at a time, the 
temperature difference of on the surface of liquid film contacting with air when 
changing the thermal state of the “nozzle - liquid – air” is defined as: 

( ) ( )( )τ ψ ψ χ δ χ δ δ
χ χ

′∆ − − + +
∆ =

+
2 2w н w w н w

w
н w

q
t , (6) 

where: ( ) ( )ψ δ δ′ ′ ′= − + 2
н w н wt t , ( ) ( )ψ δ δ= − + 2

н w н wt t , 2
н н н н

сχ ρ δ= , 

χ ρ δ= 2w w w wс  - equation coefficients. 

With the heat taken away from the air at a time we can specify the current 
temperature change in the thermal boundary layer 

( )
α τ ρ

ρ∞

∆ − ∆
∆ =

−
2 0,74

0,74
w p a

p a

q k t c
t

H k c
. (7) 

Let’s define the specific steam mass located between the wall of the nozzle and 
the middle of the channel between the nozzles: 

( )( )
( )( )

η ηδ η δ
η η

∞ ∞

∞∞

 − − +   = + − 
 + − +   
∫
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( )( )
( )
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−
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( ) 2 2
1

1 5 5
5 ln ln

q s
q s q s

q s q s
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2

1 5 5
ln ln

q s
q s

q s q s
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where: s,  q – the root of quadratic equation ( )( )η η∞+ − + =2
2 1 2 1 0w wT T T A B . 

Using similar methods of mathematical and physical picture of the coolant one 
can get some dependences, describing the processes of heat exchange in the rrigated 
part of the evaporation unit, such as: 

- the speed of the fluid in the core of the flow in the channelbetwen the nozzles 

( ) 1

1U G b Hρ δ
−

∞ ∞  = −  ; (13) 

- displacement thickness of the turbulent boundary layer: 
1
5

2
1 4,6 10 x

U x
νδ −

∞

 
= ⋅  

 
; (14) 

- local heat transfer coefficient: 

10yy k
λ ϑ λα

ϑ∞ =

 ∂′ = = ∂ 
, (15) 

The definition of speed and air and water pressure in curvilinear flow is defined 
by the following equations: 

( )1exp lnu C R= − , (16) 

where: ( )=1 ln m mC u R  - integration constant; ( )ρ −
Σ= 1

m mu G HR  - the average speed 

in the channel between the nozzles; mR - radius of the middle of the current lines. 

( )2 10,5 exp 2 lnp C C Rρ  = − −  , (17) 

where: ( )ρ  = + − 2 10,5 exp 2 lnatm mC p C R   - integration constant; рatm – atmospheric 

pressure at the entrance of air flow in the curvilinear plot. 
Since the calculation of the process of heat and mass exchange at evaporative 

cooling was performed numerically [Karimberdieva S., 1983, Patankar S.V., 1984, 
Peyre R., Teylor T.D., 1986], the nozzle and the direction and heat carriers were 
covered by polar nets, and when constructing them the minimum radius of the air flow 
lines was determined from the dependence: 

( )α =  min 2cos 2a
н

R R                                               (18) 

where:  
н

R  - nozzle radius; α  - angle of the coverage of the irrigated nozzle surface. 
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The maximum radius of the current water lines was defined as: 
α=max 2w

н
R R tg .        (19) 

Polar coordinates of the net knot are defined as: 
- in the air 

φ φ φ

 = + ∆


= − ∆

min

max

;

,

a a
i

a a
j j

R R i R

j
                                                (20) 

- in the water 

φ φ φ

 = − ∆


= − ∆

max

max

;

,

w w
i

w w
j j

R R i R

j
                                               (21) 

where: ,  R φ∆ ∆  - the step of the change of radius and angle of the net model; φ max
a

j  - 

maximum angle of the net opening to air at the current iR ; φ max
w

j  - maximum angle of 

the net opening for water at the current iR ;  i, j – net knot indices. 

Based on the developed model and calculation program, numerous experiments 
with the influence of cooling efficiency of mode and design parameters of the 
evaporation unit have been carried out and the results are presented as approximating 
dependencies: 

2 2
1 2 1 2 1 2688,48 69,83 7,67 3,57 10,87 8,98xpQ z z z z z z= + + − − + , (22) 

2 2
1 2 3 1 2

2
3 1 2 1 3 1 2

1722,8 185,6 885,5 330,1 43,2 10,9

         -251,1 -40,8 10,1 76,4

xрQ x x x x x

x x x x x x x

= − + + + + −

− +
 (23) 

where: z1 – the air speed when entering the channel, м/с; z2 – the speed of the nozzle 
rotation, хв-1; x1 – the nozzle radius, мм; x2 – nozzle thickness, мм; x3 – the distance 
between the nozzles. 

The analysis and the calculations based on the developed mathematical model 
allowed to identify the main design parameters that affect the energy, mass and size 
characteristics and identify their rational measures: the rotating nozzle diameter,  which 
determines the surface area of heat and mass exchange Dн=200…400 мм; the nozzle 
thickness, which characterizes the possibility of accumulation and transfer of heat (cold) 
δн=1,5…2,5 мм; the distance between nozzles, which determines the flow of heat 
carriers H=7…8 мм.   

The experimental studies on stand models [Idelchik I., 1975, Bagan I.P., 1989, 
Gerschenko O.A., 1984] of the air conditioner  of the evaporative cooling and its 
elements resulted in obtaining its power, aero-and hydrodynamic characteristics 
depending on the mode characteristics of the heat flow and heat carriers and 
environmental parameters  [Mohyla V.І., Lutsenko О.А., 2011]. 
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CONCLUSIONS 

The results of the research present the following: 
- the increase of the air flow speed in the channel between the nozzles to the 

values of 8 m / s allows to increase the cooling capacity  ranging from 1900 to 4000 W 
without any deterioration in the work of the device, the great values of the air speed 
corresponding to the great values of the nozzle rotation and consequently on the 
contrary; 

 - when the rotation frequency of the nozzle is 100 and 80 rpm and consequently 
the air speed in the channel between the nozzles is 10 and 16 m/s and more, one may 
notice the drop removing of the liquid phase, with the smaller values of the nozzle 
rotation and in the range of the air speed, the moisture removing hasn’t been observed; 

- the realization of the maximum cooling capacity of the unit, which amounted to 
4200 W when the removing of the liquid phase is absent provides the rotation speed of 
1980 rpm and the air flow speed of 12 m/s, which allows to define these modes as 
rational;  

- aerodynamic resistance of the air path for these parameters is 340 Pa;  
- the cost of mechanical power to the nozzle drive when changing the rotation 

speed from 40 to 100 rpm amounted to the value in the range from 25 to 100 W. 
Considering the experimental studies and the obtained results [Reho, 1987] we 

may state thefollows: 
- there are rational parameters of the air flow speed in the channel between 

nozzles and the nozzle rotation speed corresponds to 12 m /s and 80 rpm, which 
provides the maximum cooling capacity of the evaporative unit of the conditioner; these 
modes do not allow any drop removing of the water environment, which provides the 
best possible technical and economic parameters of the device of this type; 

-the optimum water flow rate  was defined (6⋅10-3 м3/s)  in the irrigated part of 
the evaporative unit of the conditioner, which provides the maximum cooling capacity 
and consequently the heat balance between the energy processes of evaporative cooling 
in the air part of the nozzle and the processes of heat and mass trasfer in the irrigated 
part of the nozzle; 

- the change of the water temperature entering the evaporator unit of the 
conditioner makes the proportional impact on its cooling capacity, which contributes to 
the flexible regulatory characteristics when changing the parameters of microclimate in 
the locomotive cab;  

The use of the results obtained allows to realize the cooling efficiency of the 
conditioner to the values of 2580 W, which provides the temperature of +26 °C in the 
locomotive driver’s cab 2TE116 at the environmental temperature +45 оС and the 
relative humidity 90%. 

REFERENCES 

1. Doroshenko А.V., Rzhepishevsky К.I., 1983.: The working characteristics of indirect 
evaporative air coolers // Refrigerator technique. – №4. – PP.38 – 43.  

2. Kotnov А.S., 1999.: The development and investigation of the cooling device of the regenerative device 
for locomotive. Thesis abstract for candidate degree of the technical science. - Luhansk, – 16 p. 



144                                                     Alexsandr Lutsenko, Valentin Mohyla 

3. Mohyla V.І., Lutsenko О.А., 2011.: The influence of the mode and design parameters of the 
conditioner of the evaporative cooling  //  The collection of scientific works of the East-
Ukrainian National University named after Volodymyr Dahl. – Luhansk, –  №1(155).P2 – 
PP. 147 – 150. 

4. Maysotsenko V.С., Smyshlyayev О.Y., Mayorsky А.R., Naleta А.P.,1987.: The air cooler 
of regenerative indirect evaporative type for the cab of the vehicle // Refrigerator 
technique.-№2.–PP.20–23. 

5. Neduzhyj I.А., Alabovsky А.N., 1981.: Technical thermodynamics and heat transfer: 
Reference book for the high schools. – К.: High School. Main publishing house. –  – 248 p. 

6. Pankova V.В. , Stepanov S.А. , Belyakova N.А., Artemenkov Y.М., Glebova G.М., 
Sergeyeva Y.I., 2000.: Clinical approbation of hygienic criteria of the estimation of the 
working conditions // Hygiene and sanitary. М.: Medicine. –  PP. 26-28. 

7. The make of the condinioner of regenerative indirect evaporative cooling and its 
approbation on the stand and natural sample of the locomotive cab in the climatic chamber 
(The last report)., 1986.: – № 85.4.14.010. – Kolomna.  – 50 p. 

8. Rego К.G., 1987.: Metrological analysis of the results of technical measurements. 
Reference book. К.: Technique. – 186 p. 

9. Sokolov А.I., Samsonkin V.N.,1998.: Agenda – human factor // Railway transport of 
Ukraine - № 1(4-5).  – PP.28-31. 

10. Sorokin О.N., 1996.: Medical and social health problems // Railway transport. М.: 
Transport. - №6.  – PP. 56-62. 

11. Heat transfer: Textbook for high schools / Isachenko V.P. and others., 1981.: – М.: 
Energoizdat. – 416 p. 

12. Shlikhting G., 1974.: The theory of boundary layer. – М.: Science.  – 712 p. 
13.  Idelchik I., 1975.: Directory on hydraulic resistance. М: Mechanical engineering.– 559 p.  
14. Bagan I.P., 1989.: Directory on heat exchanges to devices. - М: Mechanical engineering. – 

187 p. 
15. Gerschenko O.A., 1984.: Temperature measurements. A directory. Kiev: Наукова dumka. – 

204 p. 
16. Karimberdieva S., 1983.: Numerical methods of the decision differentsialno-raznostnyh the 

equations in a parallelepiped, a sphere and the cylinder. Tashkent: the Fan. – 113 p. 
17. Patankar S.V., 1984.: Numerical methods of the decision of problems of heat exchange and 

dynamics of a liquid. М: Energoizdat. – 150 p. 
18. Peyre R., Teylor T.D., 1986.: Computing methods in problems of mechanics of a liquid. L: 

Gidrometeoizdat. – 351 p. 

РЕЗУЛЬТАТЫ КОМПЛЕКСНЫХ ИССЛЕДОВАНИЙ ИСПАРИТЕЛЬНОГО 
КОНДИЦИОНЕРА ДЛЯ КАБИНЫ МАШИНИСТА ТЕПЛОВОЗА 

Александр Луценко, Валентин Могила  

Проведений комплекс теоретичних и експериментальних исследований испартельного кондиционера 
обеспечил получение конструкции устройства, которая может использоваться на подвижном составе 
железных дорог и отвечает требованиям нормативных документов относительно параметров 
микроклимата кабины машиниста локомотива. 

Ключевые слова: испарительный кондционер, тепловоз, поток воздуха, металлическая насадка. 

 


