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Abstract: Climate change is driving the transformation of energy systems from fossil to
renewable energies. In industry, power supply systems and electro-mobility, the need for
electrical energy storage is rising sharply. Lithium-based batteries are one of the most
widely used technologies. Operating parameters must be determined to control the storage
system within the approved operating limits. Operating outside the limits, i.e., exceeding
or falling below the permitted cell voltage, can lead to faster aging or destruction of the
cell. Accurate cell information is required for optimal and efficient system operation. The
key is high-precision measurements, sufficiently accurate battery cell and system models,
and efficient control algorithms. Increasing demands on the efficiency and dynamics of
better systems require a high degree of accuracy in determining the state of health and
state of charge (SOC). These scientific contributions to the above topics are divided into
two parts. In the first part of the paper, a holistic overview of the main SOC assessment
methods is given. Physical measurement methods, battery modeling, and the methodology
of using the model as a digital twin of a battery are addressed and discussed. In addition,
adaptive methods and artificial intelligence methods that are important for SOC calculation
are presented. Part two of the paper presents examples of the application areas and discusses
their accuracy.
Key words: battery modeling and simulation, estimation algorithm; equivalent circuit,
introduction, lithium-ion battery energy storage, state of charge (SOC)
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1. Introduction

One of the greatest challenges of our time is the expansion of renewable energies, which is
being driven by climate change. Countries whose share of renewable energies is steadily increasing
and which have reduced or even eliminated generation from nuclear power and fossil fuels are
facing new challenges. One of these challenges is ensuring a reliable and sustainable supply
of energy (particularly electricity). Battery energy storage (BES) for grid use and electrified
vehicles (including plug-in and full hybrid vehicles) can be clearly identified as key technologies
for overcoming these challenges.

Lithium-ion batteries have become the most widespread storage for power systems with a high
proportion of generation from renewable energy sources [33]. Figure 1 shows that, on the one
hand, the forecast demand for lithium for battery production will increase (left side) and, on the
other hand, that most of this demand is required for electromobility (right side).

Fig. 1. Global demand for lithium for the production of lithium-ion batteries in 2017 and forecasts
for the years 2023 and 2028 (left) [31]; worldwide demand for lithium-ion batteries (right) [32]

The production of lithium-based battery cells is a very resource-intensive and costly process;
therefore, an economical and sustainable use of batteries is particularly important. The lithium
deposits are distributed over only a few countries and the amount of lithium extracted in relation
to the rapidly increasing demand is low [34] (Table 1). The state of charge (SOC) refers to the
optimal use of the capacity, whereby this information about the battery condition is decisive for
the operation. Similarly, the SOC can provide information on premature aging and, thus, in turn,
has an influence on the economic efficiency. A new market has emerged in the last few years
that deals with the insurance of lithium batteries. The service life and the risk potential, which,
in turn, depend on environmental conditions, temperature, current load and the use case are the
significant factors that influence the cost of the insurance. Precise SOC models are particularly
needed in order to minimize risks and define stable business models.
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Table 1. Error by the SOC estimation using different modeling methods

Method Model Ref. Battery tested Test cond. Error rate % Pub. year

Coulomb counting Thevenin [8] Lithium-
Mangandioxid NEDC MAE ≤ 3.54

RMSE ≤ 4.10 2019

KF 1RC [9] Li-Ion DST MAE ≤ 5 2011

2RC [10] LiFePO4 NEDC MAE ≤ 1.1 2014

PNGV [11] Li-Ion DST MAE ≤ 1.05 2012

PNGV [12] Li-Ion DST MAE ≤ 1.5 2018

1RC [13] Lithium polymer
batteries DST MAE ≤ 2.0 2012

1RC [14] LiNiMnCoO2 MCT MAE 1.26
RMSE 1.32 2018

1RC [15] LiNiMnCoO2
(NMC) DST RMSE ≤ 0.83 2017

1RC [16] Li-Ion phosphate FUDS MAE 1.3401 2018

Thevenin [17] LMO-LNO/
Graphite NEDC MAE ≤ 1.49

RMSE ≤ 2.23 2019

NN [18] Lithium battery UDDS MAE 8.67
RMSE 2.9453 2017

[19] LiNiMnCoO2 FUDS RMSE ≤ 0.95 2019

+ Particle swarm [18] Lithium battery UDDS RMSE 0.60 2017

Fuzzy logic [20] LiFePO4 RDC MAE ≤ 0.5 2015

Genetic algorithms 1RC [21] Li-Ion battery UDDS MAE ≤ 1 2014

PMGV [22] Li-Ion battery NEDC RMSE ≤ 0.971 2019

DST – Dynamic Stress Test; FUDS – Federal Urban Dynamic Schedule; MCT – Multiple Cycle Test;
NEDC – New European Driving Cycle; RDC – Real Driving Cycle; UDDS – Urban Dynamometer Driving Schedule

The accuracy of the SOC determination is presented in this paper using the example of test
methods for battery storage systems for electromobility and a practical example for the use of
a stationary battery storage system for grid applications.

2. Accuracy of the SOC estimation

The information about the actual status of the battery is necessary to achieve optimal and safe
operation conditions in both stationary and mobile applications. The determination of an accurate
SOC value is necessary, especially for the scheduling of the battery operation. The SOC depends
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on multiple battery parameters, such as temperature, state of health and self-discharge over time.
The SOC estimation is, therefore, error-bounded [1]. Of course, the error should be minimized,
however, depending on the application, a small error could be acceptable.

There are different kinds of errors which could be identified based on measurements and
estimation. The root mean square error (RMSE) and the mean absolute error (MAE) which are
utilized in this paper are used most. The RMSE is not generally ambiguous in its meaning, and
is more appropriate to use than the MAE when model errors follow a normal distribution [2]. In
addition, the RMSE satisfies the triangle inequality required for a distance function metric. If the
references do not specify using the RMSE, the MAE can also be used as a universal indicator
helping the choice of an adequate SOC estimation method.

Use of a standard procedure is important for a comparison of the different methods. In the case
of the SOC, the battery cell tested is located in a climate chamber in order to maintain a constant
climate condition (Fig. 2). The battery has been loaded with a standardized load profile by using
the controlled electronic power generator. The measured and estimated SOC obtained in such
standardized conditions can then be compared for different batteries and estimation methods.

Fig. 2. Diagram of the battery test bench at the University of Applied Science Magdeburg–Stendal

A test bench for the measurement of battery parameters is presented in Fig. 22. The Controller
Area Network (CAN) bus system was used as the interface between the test battery storage and
the test environment. Within the test environment, the essential components, such as the load
controller (TDC module), the CAN module, the user interface with the test runs (Test Work
Server) and the measured value database (SQL – Structured Query Language) are interconnected
via the Transmission Control Protocol/Internet Protocol (TCP/IP). The battery management
system (BMS) in turn collects the measurement data from the cells by means of a serial interface
(RS-232 – Recommended Standard 232).

The use of batteries has been growing recently, especially in the mobile sector. The tests
addressed to mobility are suitable for this application.
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The following tests are used for the characterization of the accuracy of SOC estimation
methods in the mobile application:

– New European Driving Cycle,
– Dynamic Stress Test [3, 4],
– Federal Urban Dynamic Schedule,
– Urban Dynamometer Driving Schedule, compatible with U.S. FTP-72 (Federal Test Pro-

cedure),
– Real Driving Cycle,
– Multiple Cycle Test (e.g. Urban Dynamometer Driving Schedule + Dynamic Stress Test +

New European Driving Cycle + Federal Urban Dynamic Schedule).
The requirements on the load dynamic are different in the stationary applications. In the latter,

the specific test corresponding to the local requirements (local load curves) is generally developed
and used [5–7].

Before starting the test, the battery capacity should be measured and the start condition should
be set. Firstly, the battery is fully charged. This is done according to the constant current/constant
voltage (CC/CV) method, with the current usually equal to C/3 for the constant current period
and a maximum of C/20 for the constant voltage period. After reaching the maximum voltage,
a stabilization period of 1 h was utilized. Finally, a discharge was performed with a constant
current of C/3 up to the upper voltage limit. Equation (1) can be used to determine the battery
capacity at full discharge (𝑄𝑛 is the initial, nominal cell capacity and 𝑖(𝑡) is the current flowing
through the battery at time t). This capacity is the basis for calculating the real SOC under different
conditions.

[SOC(𝑡) = SOC(𝑡0) −
[𝑐

𝑄𝑛

𝑡∫
𝑡0

𝑖(𝑡) d𝑡. (1)

Table 1 lists the results of the methods’ accuracy studies in various literature sources.
Nine of the methods compared in Table 1 are based on the Kalman Filter (KF) algorithm and

the other six used artificial intelligence for the estimation of the SOC. Different test conditions,
such as the measuring, are specified in the table. The equivalent model used is also given in the
table. There are some differences in the model names in the literature, thus, the 1RC model is
equivalent to the Thevenin model and the 2RC model is equivalent to the PNGV model.

Taking this into account, general conclusions from these investigations can be drawn:
– The specified errors are calculated based on the measurements in the laboratory envi-

ronments. The error in the real environment will be higher due to uncertainties in the
measurement of current, voltage and other parameters.

– The pure CC is characterized by a relatively large RMSE error of about 4%. This method
is only conditionally sufficient for use in mobile applications. If the total error doubles,
we have an uncertainty of about 30–50 km distance, which is too much for the optimal
planning of the trip.

– Use of an adaptive KF in different configurations halves this error and make this method
very attractive. An RMSE error of less than 1% can be achieved with some modifications,
which is remarkable.
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– The use of artificial intelligence methods, such as a neuronal network, fuzzy logic or
a genetic algorithm (GA), can improve the accuracy of the SOC estimation. In this case, the
highest effort of implementing this algorithm in the controller and associated cost should
be considered.

– It is interesting to note that the equivalent circuit used in all methods are simple 1 or 2RC,
which is positive information because the parametrization of such circuits is limited. The use
of more advanced models did not increase the accuracy of the calculations drastically [23].

The cell-level SOC measurements can usually be scaled up to the entire battery. This is also
the case for the large stationary batteries [24].

Regarding the latter, a specific test procedure is used. Exemplarily, three profiles are used for
testing for a 2 MW, 1/2 h [24] battery:

– constant cycling – discharge and charge the BES between 5 and 95% SOC (three times
during 6 h),

– mixed profile 8 h special profile between 100 and 5% SOC,
– dynamic frequency response – 7 h profile between 55 and 40% of SOC.
The investigations in this case show that:
– There is a high accuracy of the open-circuit voltage and SOC relationship estimation at

both a cell and system level.
– There is a high accuracy of the SOC prediction using a 1RC model and KF technique of

less than 1% mean absolute error.
This was generally expected because profiles for stationary applications are characterized

by less dynamic profiles than those of mobile applications and taking into account the highest
capacity of large batteries, one does not expect a big change in other parameters, especially
temperature, which influences the SOC value and is more visible in the mobile, smaller battery
applications.

3. Example of an SOC-based operation of 5 MW/5 MWh BES

Nowadays, an increasing number of large stationary batteries are being used in the power
system [25]. The BES will play a decreasing role as a flexibility option in the power system,
especially because of the presence of a high amount of renewable generation, the smoothing of
fluctuated inflow and the delivery of system services [26, 27].

Two-years’ worth of monitoring of the 5 MW/1 h BES has been provided to give an overview
of the BES operation in the power system [30]. The BES used has a modular design. The
power section and the storage are housed in separate containers of 20 and 30 ft, respectively.
The storage is divided into five individual containers, each of 1 MWh, in which four separate
battery units, each of 250 kWh, are installed. The battery units are again divided into five battery
strings connected in parallel with battery modules connected in series (Fig. 3(a)). This results in
a technical nominal capacity of 5 MWh. However, the useful capacity is limited to 5 MWh to
protect the battery cells and, thus, extend their service life. The power section is also divided into
modules. In each case, a power converter unit with 250 kW is connected to a battery unit. The
modular design increases the operational readiness or storage availability because the individual
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units can be maintained separately, independent of the overall system, and the overall system is
only limited by the storage power and capacity omitted.

The containers with the power section and the containers with the battery storage are located
in a hangar of the former military airport at Neuhardenberg (Fig. 3(b)).

(a) (b)

Fig. 3. A 5 MW/1 h BES in test: (a) electric schema of the five strings; (b) front view of the BES

Various services are defined for the maintenance of functionality by the network operators
to ensure a safe and reliable energy supply, in addition to the transmission and distribution of
electrical energy. These system services include:

– frequency maintenance,
– voltage maintenance and
– system management and supply restoration.
The two-year operation schedule of the BES monitored is shown in Fig. 4. The battery

was loaded by different services (see top). After the first three-month period, between June and
August 2015, in which the battery was conditioning, the medium SOC value, the ‘red line,’ was
approximately 50%. The SOC stage in the months’ balance was between 70 and 25%. This kind
of strain is very characteristic for a stationary battery.

Fig. 4. Ten-month distribution of the SOC of the battery storage system for the period
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The dynamic of strain and its distribution on the five strings is shown in the daily manner for
a six-month selected period in Fig. 5. The strings are loaded symmetrically and there are no signs
of distortion.

Fig. 5. Measurements of the daily energy quantities of the five storage units including consumption
and losses and the sum of the storage units

4. Alternative method for SOC estimation

The optical measuring method, which is used to determine the SOC and additional cell
information, is a promising alternative electrical measuring method. It is based on the correlation
of a spectral analysis with the physical-chemical properties of the battery. Special sensors have
been developed for the latter, which are located inside the battery cell having been included
in the cell manufacturing process [26]. This alternative method can also provide a continued
spectral analysis. To achieve this, the batteries must be equipped with special sensors, so-called
nanoplasmonic sensors [29]. Being an optical measurement technique, the fiberoptic battery
sensors can be inserted into battery cells. The nanoplasmonic sensor is an optical measurement
technology developed at Chalmers University of Technology. It is a surface-sensitive measuring
method which works with metal nanostructures that are deposited on a substrate and act as optical
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antennas [29]. Incoming electromagnetic radiation (light) induces resonance vibrations in the
electronic structure of the metal nanoparticles. The peak wavelength at which these resonance
vibrations occur shifts with changes in the optical properties of materials in the close vicinity of
the nanostructures. It is possible to follow physical-chemical processes that take place next to the
sensor by observing how the light-material interaction changes over time [35].

Based on the components of the wavelengths _ measured in the range from 350 to 1100 nm
(see Fig. 6 for five charge-discharge cycles), reproducible conclusions can be drawn regarding the
battery state (e.g. SOC, state of health). A battery should, for example, be assigned a unique SOC
based on unique spectrum characteristics. This method is intended to improve dynamic effects,
such as temperature dependency, internal resistance and capacity attenuation, and the influence
of the battery state, intrinsic safety, parameter errors, sensor inaccuracy and measurement noise
on the performance and the evaluation quality. One of the biggest challenges of this technology
is the reproducible interpretation of the measurement results, considering the dependencies on
environmental influences, such as temperature, pressure or cell current, in order to achieve high
accuracy for both SOC and state of health.

Fig. 6. Measurement results for cycling procedure

5. Conclusion

In this first part of the scientific article, the established and most important methods for
calculating the SOC were presented and explained in detail. In the second part of the scientific
article, examples of the areas of application are presented and discussed. The weaknesses and
strengths of individual methods are also discussed.

In the following part II, examples of battery storage systems from electromobility and sta-
tionary energy storage systems are explicitly discussed. In addition to the theoretical basis of
SOC calculation methods, the reader is also provided with practical results from modeling and
measurements. The 2nd paper is therefore a continuation of the 1st paper.
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A precise and actual SOC is a very important value for an optimal, efficient, low-wear and,
finally, economic operation of BES. The estimation of the SOC is imprecise and prone to error
due to the modular design of battery storage and dependence on various battery parameters. An
accurate estimation of SOC plays an important role especially in the mobility sector.

Various approaches have been considered and investigated for SOC estimation and new
methods have been developed in recent years. An accuracy of about 1% and less achieved is
generally sufficient for BES and specifically for automotive applications.

Most SOC used methods are based on battery models. The exact parameterization of the
chosen battery models is therefore an essential task (see also part 1 of the paper). Accordingly, the
tests for the different battery cells have to be reproducible and comparable, therefore, a special test
bench has been designed and used. Different standardized test procedures have also been developed
as a basis to perform an accuracy study of different SOC estimation methods for comparability.
The test scenarios developed contain synthetic load schedules. The latter correspond to specific
use cases, such as driving cycles, in the case of vehicle traction batteries, or load schedules based
on power supply behavior in industries or grid applications (system services) for stationary small,
medium and large battery systems.

The parameterization and operation of batteries can be successfully performed using the
methods presented.

The KF method for the estimation of the SOC in automotive and stationary applications is the
one most commonly used. This basic method has several modifications that increase the accuracy
of the SOC estimation. The additivity of the Kalman approach is particularly useful when the
initial SOC is not known precisely.

Some artificial intelligence methods developed in recent years, for example, neuronal networks
or fuzzy logic, are accurate enough to be used specifically for mobile battery applications. A very
high accuracy (a mean squared error less than 1%) can be achieved using extensive training
datasets, but the implementation of this method requires a high-performance microprocessor and
adjustment of parameters due to battery aging.

Several methods of SOC estimation have already been patented.
The megawatt trend will continue in the stationary application of batteries in the next few

years. These batteries are typically charged between 25 and 75% of their capacity and provide
various system services necessary to operate the power system with a very high (up to 100%)
amount of renewable energy.

Some batteries used in the automotive sector can be secondarily used in stationary applications
because of the type of battery maintenance. This second life of Li-Ion batteries could increase
the efficiency of these expensive technologies effectively.

When considering the automotive sector, the focus is increasingly not only on the traction bat-
tery, which supplies the electric motor and smaller consumers (including convenience consumers).
A lot more concepts are currently being developed to supply additional electrical consumers in
utility vehicles with adaptive battery systems, such as medical devices in ambulances or special
vehicles. The special feature here is the consideration of the battery storage as a multi-storage
system. A battery storage system supplies the powertrain (dynamic demand) and another one
supplies the consumers (static demand). However, since both systems are to be charged via one
charging point and have different requirements, these systems will influence each other. This mu-
tual influence must be taken into account when modeling to determine the SOC. Life-threatening
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situations can arise, especially in the case of an incorrect SOC assessment in an ambulance, if,
for example, lung ventilators and defibrillators fail.

Acknowledgements

This work is part of the project “Mesh4U” (03E16045A), which is supported by the Federal Ministry
for Economic Affairs and Energy on the basis of a decision by the German Bundestag and “Ambu eStore”
(2004/00052), which is supported by the European Regional Development Fund.

References

[1] Thanagasundram S., Arunachala R., Makinejad K., Teutsch T., Jossen A., A cell level model for battery
simulation, European Electric Vehicle Congress Brussels, Belgium (2012).

[2] Chai T., Draxler R., Root mean square error (RMSE) or mean absolute error (MAE)? – Arguments
against avoiding RMSE in the literature, Geoscientific Model Development, vol. 7, pp. 1247–1250
(2014), DOI: 10.5194/gmd-7-1247-2014.

[3] Kellner Q., Hosseinzadeh E., Chouchelamane G., Widanage W.D., Marco M., Battery cycle life test
development for high-performance electric vehicle applications, Journal of Energy Storage, vol. 15,
pp. 228–244, ISSN 2352-152X (2018), DOI: 10.1016/j.est.2017.11.019.

[4] Cai M., Chen W., Tan X.-J., Battery state-of-charge estimation based on a dual unscented Kalman
filter and fractional variable-order model, Energies, vol. 10, no. 1577, pp. 1–16 (2017), DOI: 10.3390/
en10101577.

[5] Rancillo G., Pocha Pinto Lucas A., Kotsakis E., Fulli G., Merlo M., Delfanti M., Masera M.,Modeling
a large-scale battery energy storage system for power grid application analysis, Energies, vol. 12,
no. 17, pp. 1–26 (2019), DOI: 10.3390/en12173312.

[6] Zeh A., Müller M., Naumann M., Hesse H.C., Jossen A., Witzmann R., Fundamentals of using battery
energy storage systems to provide primary control reserves in Germany, Batteries, vol. 2, no. 3, p. 49
(2016), DOI: 10.3390/batteries2030029.

[7] Kucevica D., Tepe B., Englberger S., Parlikar A., Mühlbauer M., Bohlen O., Jossen A., Hesse H.,
Standard battery energy storage system profiles: analysis of various applications for stationary energy
storage systems using a holistic simulation framework, Journal of Energy Storage, vol. 28, no. 4,
101077 (2020), DOI: 10.1016/j.est.2019.101077.

[8] Liu Z., Li Z., Zhang J., Su L., Ge H., Accurate and ef?cient estimation of lithium-ion battery state of
charge with alternate adaptive extended Kalman filter and ampere-hour counting methods, Energies,
vol. 12, no. 4, 757 (2019), DOI: 10.3390/en12040757.

[9] Kim J., Cho B.H., State-of-charge estimation and state-of-health prediction of a li-ion degraded battery
based on anEKF combinedwith a per-unit system, IEEE Transactions on Vehicular Technology, vol. 60,
no. 9, pp. 4249–4260 (2011), DOI: 10.1109/TVT.2011.2168987.

[10] Sepasi S., Ghorbani R., Liaw B.Y., Improved extended Kalman filter for state of charge estimation
of battery pack, Journal of Power Sources, vol. 255, pp. 368–376 (2014), DOI: 10.1016/j.jpowsour.
2013.12.093.

[11] Partovibakhsh M., Liu G., Online estimation of model parameters and state-of-charge of Lithium-
Ion battery using Unscented Kalman Filter, 2012 American Control Conference (ACC) (2012),
DOI: 10.1109/ACC.2012.6315272.

[12] Wang W., Wang X., Xiang C., Wei C., Zhao Y.,Unscented Kalman filter-based battery SOC estimation
and peak power prediction method for power distribution of hybrid electric vehicles, IEEE Access,
vol. 6, pp. 35957–35965 (2018), DOI: 10.1109/ACCESS.2018.2850743.

https://doi.org/10.5194/gmd-7-1247-2014
https://doi.org/10.1016/j.est.2017.11.019
https://doi.org/10.3390/en10101577
https://doi.org/10.3390/en10101577
https://doi.org/10.3390/en12173312
https://doi.org/10.3390/batteries2030029
https://doi.org/10.1016/j.est.2019.101077
https://doi.org/10.3390/en12040757
https://doi.org/10.1109/TVT.2011.2168987
https://doi.org10.1016/j.jpowsour.2013.12.093
https://doi.org10.1016/j.jpowsour.2013.12.093
https://doi.org/10.1109/ACC.2012.6315272
https://doi.org/10.1109/ACCESS.2018.2850743


322 M. Hallmann, C. Wenge, P. Komarnicki Arch. Elect. Eng.

[13] Seo B.-H., Nguyen T.H., Lee D.-C., Lee K.-B., Kim J.-M., Condition monitoring of lithium polymer
batteries based on sigma-point Kalman filter, Journal of Power Electronics, vol. 12, no. 5, pp. 778–786
(2012), DOI: 10.6113/JPE.2012.12.5.778.

[14] Xia B., Huang R., Lao Z., Zhang R., Lai Y., Zheng W., Wang M., Online parameter identification of
lithium-ion batteries using a novel multiple forgetting factor recursive least square algorithm, Energies,
vol. 11, no. 11, pp. 1–19 (2018), DOI: 10.3390/en11113180.

[15] Yu Q., Xiong R., Lin C., Online estimation of state-of-charge based on the H infinity and un-
scented Kalman filters for lithium ion batteries, Energy Procedia, vol. 105, pp. 2791–2796 (2017),
DOI: 10.1016/j.egypro.2017.03.600.

[16] Liu Z., Dang X., A new method for state of charge and capacity estimation of lithium-ion battery based
on dual strong tracking adaptive H infinity filter, Mathematical Problems in Engineering, pp. 1–18
(2018), DOI: 10.1155/2018/5218205.

[17] Nejad S., Gladwin D.T., Stone D.A., Enhanced state-of-charge estimation for lithium-ion iron phos-
phate cells with flat open-circuit voltage curves, IECON2015-Yokohama, November 9–12, Japan
(2015), DOI: 10.1109/IECON.2015.7392591.

[18] Hou Z., Xie P., Hou J., The state of charge estimation of power lithium battery based on RBF neural
network optimized by particle swarm optimization, Journal of Applied Science and Engineering,
vol. 20, no. 4, pp. 483–490 (2017), DOI: 10.6180/JASE.2017.20.4.10.

[19] Sun X., Ji J., Ren B., Xie C., Yan D., Adaptive forgetting factor recursive least square algorithm for
online identification of equivalent circuit model parameters of a lithium-ion battery, Energies, vol. 12,
no. 12, 2242 (2019), DOI: 10.3390/en12122242.

[20] Sheng H., Xiao J., Electric vehicle state of charge estimation: nonlinear correlation and fuzzy support
vector machine, Journal of Power Sources, vol. 281, pp. 131–137 (2015), DOI: 10.1016/j.jpowsour.
2015.01.145.

[21] Xu J., Cao B., Chen Z., Zou Z., An online state of charge estimation method with reduced prior battery
testing information, International Journal of Electrical Power & Energy Systems, vol. 63, pp. 178–184
(2014), DOI: 10.1016/j.ijepes.2014.06.017.

[22] Liu F., Ma J., Su W.,Unscented particle filter for SOC estimation algorithm based on a dynamic param-
eter identification, Mathematical Problems in Engineering, no. 6, pp. 1–14 (2019), DOI: 10.1155/2019/
7452079.

[23] Lai X., Gao W., Zheng Y., Ouyang M., Li J., Han X., Zhou L., A comparative study of global
optimization methods for parameter identification of different equivalent circuit models for Li-Ion
batteries, Electrochimica Acta, vol. 295, pp. 1057–1066 (2019), DOI: 10.1016/j.electacta.2018.11.134.

[24] Wang Z., Gladwin D.T., Smith M.J., Haass S., Practical state estimation using Kalman filter methods
for large-scale battery systems, Applied Energy, vol. 294, 117022, ISSN 0306-2619, DOI: 10.1016/
j.apenergy.2021.117022.

[25] Komarnicki P., Lombardi P., Styczynski Z.,Elektrische Energiespeichersysteme – Flexibilitätsoptionen
für Smart Grids, Springer Verlag (2021), DOI: 10.1007/978-3-662-62802-7.

[26] Balischewski S., Hauer I., Wolter M., Wenge C., Lombardi P., Komarnicki P., Battery storage ser-
vices that minimize wind farm operating costs: A case study, 2017 IEEE PES Innovative Smart Grid
Technologies Conference Europe, 26–29 September, Turin, pp. 1–61 (2017), DOI: 10.1109/ISGTEu-
rope.2017.8260130.

[27] Parol M., Wójtowicz T., Księżyk K., Wenge C., Balischewski S., Arendarski B., Optimum man-
agement of power and energy in low voltage microgrids using evolutionary algorithms and energy
storage, International Journal of Electrical Power and Energy Systems, vol. 119 (2020), DOI: 10.1016/
j.ijepes.2020.105886.

https://doi.org/10.6113/JPE.2012.12.5.778
https://doi.org/10.3390/en11113180
https://doi.org/10.1016/j.egypro.2017.03.600
https://doi.org/10.1155/2018/5218205
https://doi.org/10.1109/IECON.2015.7392591
https://doi.org/10.6180/JASE.2017.20.4.10
https://doi.org/10.3390/en12122242
https://doi.org/10.1016/j.jpowsour.2015.01.145
https://doi.org/10.1016/j.jpowsour.2015.01.145
https://doi.org/10.1016/j.ijepes.2014.06.017
https://doi.org/10.1155/2019/7452079
https://doi.org/10.1155/2019/7452079
https://doi.org/10.1016/j.electacta.2018.11.134
https://doi.org/10.1016/j.apenergy.2021.117022
https://doi.org/10.1016/j.apenergy.2021.117022
https://doi.org/10.1007/978-3-662-62802-7
https://doi.org/10.1109/ISGTEurope.2017.8260130
https://doi.org/10.1109/ISGTEurope.2017.8260130
https://doi.org/10.1016/j.ijepes.2020.105886
https://doi.org/10.1016/j.ijepes.2020.105886


Vol. 71 (2022) Methods for lithium-based battery energy storage SOC estimation. Part II 323

[28] Wei Z.-B., Zhao J., He H.-W., Ding G.-L., Cui H.-Y., Liu L.-C., Future smart battery and management.
Advanced sensing from external to embedded multi-dimensional measurement, Journal of Power
Sources, vol. 489, no. 1, 229462 (2021), DOI: 10.1016/j.jpowsour.2021.229462.

[29] Johansson D., Andersson J., Wickman B., Björefors F., Sobkowiak A., Kasemo B., Nanoplasmonic
sensing of Pb-acid and li-ion batteries, Sensors and Electronic Instrumentation Advances, pp. 57–59
(2016), http://urn.kb.se/resolve?urn=urn:nbn:se:uu:diva-346564, accessed May 2021.

[30] Wenge C., Pietracho R., Balischewski S., Arendarski B., Lombardi P., Komarnicki P., Kasprzyk L.,
Multi usage applications of li-ion battery storage in a large photovoltaic plant: A practical experience,
Energies, vol. 13, no. 18, 4590 (2020), DOI: 10.3390/en13184590.

[31] https://de.statista.com/statistik/daten/studie/982144/umfrage/bedarf-an-wichtigen-metallen-zur-pro
duktion-von-lithium-ionen-batterien-weltweit/, accessed September 2021.

[32] https://de.statista.com/infografik/25389/prognose-zur-weltweiten-nachfrage-nach-lithium-ionen-bat
terien-fuer-elektrofahrzeuge-nach-regionen/, accessed September 2021.

[33] Shamarova N., Komarnicki P., Wenge C.,Comparative study of state of charge estimation algorithms for
lithium-ion battery, IOP Conference Series: Material Science and Engineering, International Confer-
ence: Actual Issues of Mechanical Engineering, October 27–29, Saint-Petersburg, Russian Federation,
vol. 1111, no. 1, 012053 (2020), DOI: 10.1088/1757-899X/1111/1/012053.

[34] Hallmann M., Wenge C., Balischewski S., Komarnicki P., Methods for lithium-based battery energy
storage state of charge estimation part I: Overview, Archives of Electrical Engineering, vol. 71, no. 1,
pp. 139–157 (2022).

[35] https://www.acesproject.eu/about-aces-project/, accessed September 2021.

https://doi.org/10.1016/j.jpowsour.2021.229462
http://urn.kb.se/resolve?urn=urn:nbn:se:uu:diva-346564
https://doi.org/10.3390/en13184590
https://de.statista.com/statistik/daten/studie/982144/umfrage/bedarf-an-wichtigen-metallen-zur-produktion-von-lithium-ionen-batterien-weltweit/
https://de.statista.com/statistik/daten/studie/982144/umfrage/bedarf-an-wichtigen-metallen-zur-produktion-von-lithium-ionen-batterien-weltweit/
https://de.statista.com/infografik/25389/prognose-zur-weltweiten-nachfrage-nach-lithium-ionen-batterien-fuer-elektrofahrzeuge-nach-regionen/
https://de.statista.com/infografik/25389/prognose-zur-weltweiten-nachfrage-nach-lithium-ionen-batterien-fuer-elektrofahrzeuge-nach-regionen/
https://doi.org/10.1088/1757-899X/1111/1/012053
https://www.acesproject.eu/about-aces-project/

	Marcel Hallmann, Christoph Wenge, Przemyslaw KomarnickiMethods for lithium-based battery energy storage SOC estimation. Part II: application and accuracy
	Introduction
	Accuracy of the SOC estimation
	Example of an SOC-based operation of 5 MW/5 MWh BES
	Alternative method for SOC estimation
	Conclusion


