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Abstract: Aiming at the problem of DC voltage control deviation and instability caused by
a large-scale renewable energy access VSC–MTDC system, this paper combines voltage
margin control and droop control. A strategy for controlling collaborative optimization in
a sparsely distributed communication network has been proposed. Firstly, the distributed
modeling of the system is carried out by combining MAS technology with small signal
modeling. Then, a distributed model predictive controller is designed for a single droop
control converter station. On this basis, a distributed cooperative optimization control strat-
egy is proposed. According to the DC voltage deviation, the system adopts different control
methods to control the receiving converter station. Finally, based on PSCAD/EMTDC and
MATLAB co-simulation platforms, a six-terminal flexible HVDC system is built to verify
the effectiveness of the control strategy under different conditions such as input power
fluctuation, any converter station out of operation and system communication failure.
Key words: DC voltage control, distributed model prediction, droop control, VSC–MTDC,
PSCAD/EMTDC

1. Introduction

Recently, with the traditional energy crisis, the large-scale development and utilization of
renewable energy such as wind energy and solar energy has become a research hotspot. However,
the wind farms and photovoltaic power stations are geographically dispersed and far away from the
load center, which grid and consumption become the bottleneck problem [1]. The Voltage Source
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Converter Multi-Terminal Direct Current (VSC–MTDC) system connects multiple wind farms,
photovoltaic power stations, DC power grids and AC systems through multiple VSC converter
station ports. With the advantages of the conventional HVDC system one can achieve multiple
power supply and power receiving multiple links, and there is no single point of failure [2–4].
However, in the MTDC system of renewable energy access, the randomness and volatility of
renewable energy such as wind energy, solar energy have caused dynamic DC voltage stability
problems, which in turn affect the stable operation of DC grids [5].

At present, the common coordinated control strategies of the MTDC system include master-
slave control strategy [6], voltage margin control strategy [7] and droop control strategy [8].
The master-slave control strategy can achieve better DC voltage control, but it depends on the
communication system. The voltage margin control strategy acts as an improved master-slave
control policy, which does not rely on the high-speed communication system, however, the
voltage margin setting process is complex, and the margin selection is not properly affected, as
well as the DC voltage stability has a great influence. The droop control strategy allows multiple
converter stations to participate in the coordinated control of the system at the same time, which
can realize the rapid distribution of unbalanced power and stabilize the DC grid voltage, but it is
worse control.

DC voltage is an important indicator to measure the stable operation of the MTDC system, and
its control performance directly affects the stability of the system. Therefore, the optimal control of
DC voltage in the MTDC system is the focus of current research [9,10]. Considering that the droop
coefficient of traditional DC voltage control is fixed and cannot adapt to the scenario of frequent
fluctuation of input power of the DC grid, references [11,12] proposed an adaptive droop control
(ADC) strategy, but the droop coefficient calculation is complex, and frequent adjustment of the
droop coefficient will cause the stability of DC voltage. Reference [13] proposed a flexible droop
control strategy, which avoided system control problems caused by improper droop coefficient
setting. In addition, references [14, 15] combined different cooperative control strategies and
proposed a hybrid coordinated control strategy. In reference to the defects of the master-slave
control strategy and the voltage droop control strategy with dead zones, reference [16] proposed
a distributed DC voltage control strategy, and its dynamic response characteristics are good. The
above control strategy does not need communication, which can reduce the system dependence on
communication. However, the droop control converter station realizes the system control by local
DC voltage measurement, the DC voltage control accuracy is not high, and the global control
effect is not good.

Model predictive control (MPC) can effectively overcome the uncertainty and nonlinearity
in the system. Recently, it has been widely used in the field of MTDC system optimization
control. Reference [17] proposes an MMC control scheme based on MPC, which improves the
system response speed and reduces the fluctuation of DC voltage, but the DC voltage still has a
large deviation. Reference [18] proposed an MPC-based MTDC power grid controller, but the
controller needs the information of each converter station to work and has a strong dependence on
communication. The VSC–MTDC system with renewable energy access is a typical high-order
multi-input and multi-out distributed system, and its internal control loops have complex coupling
relationships [19], which leads to the poor dynamic control effect of centralized model predictive
control on DC voltage of the system. Distributed model predictive control (Di-MPC) has the
advantages of high reliability, flexibility and fast computation speed, which is especially suitable
for the coordinated control of the VSC–MTDC system with renewable energy access.
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2. Distributed model of VSC–MTDC system

Aiming at the distributed modeling of the VSC–MTDC system, first of all, this paper di-
vides the VSC–MTDC system into several subsystem areas. Then, the distributed modeling
method combining multi-agent technology and small signal modeling is adopted to carry out
the distributed modeling of the system from the cyber layer and the physical layer. The structure
diagram of the distributed modeling of the VSC–MTDC system is shown in Fig. 1.
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Fig. 1. Distributed modeling structure diagram of VSC–MTDC system

In the process of distributed modeling, the cyber layer applies MAS technology for modeling,
which uses a single agent to simulate each subsystem area of the VSC–MTDC system, and realizes
the information interaction between the agents through the sparsely distributed collaborative
communication network. In the physical layer modeling, the small signal modeling method is
used for each subsystem area of the VSC–MTDC system, which is mainly from three parts of
the AC measurement model, DC network model and controller model of the receiving converter
station, and finally establishes a regional model of the substation of a general receiving converter
station.

2.1. Modeling based on multi-agent technology
In order to study the distributed model predictive voltage control of the VSC–MTDC system,

this paper focuses on the distributed modeling of the receiving converter station. In the cyber
layer, multi-agent technology is used to set the agent model, in which AgentH represents the main
converter station subsystem, Agent1 represents the GSVSC1 droop control converter station,
Agent2 represents the GSVSC2 droop control converter station, Agent𝑛 represents the GSVSC𝑛
droop control converter station. The distributed cooperative communication network topology
of the multi-agent system is shown in Fig. 2. The red dotted connection between the two nodes
indicates that there is information transfer between the two converter stations, and the arrow
indicates the direction of the information transfer.
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Fig. 2. Topology of distributed cooperative communication network

In the cyber layer modeling, the undirected graph G = (G,E,A) is used to represent the
communication topology composed of 𝑛 DC voltage droop control converter stations, and
G = {1, 2, . . . , 𝑛} is used to represent the node set of the communication network, E ∈ V × G is
the communication line between converter stations, and the neighbor converter station set of the
GSVSC𝑖 converter station can be expressed as N𝑖 = ( 𝑗 ∈ G| (𝑖, 𝑗) ∈ E), A = {𝑎𝑖 𝑗 }𝑛 × 𝑛 is the
topology of communication network G between converter stations. If there is information transfer
between two converter stations, then 𝑎𝑖 𝑗 ≠ 0, otherwise 𝑎𝑖 𝑗 = 0.

2.2. AC side model of receiving converter station

The converter station at the receiving end of the VSC–MTDC system designed in this paper
is connected with the strong AC power grid. The equivalent circuit of the grid side voltage source
converter (GSVSC) is shown in Fig. 3. Among them, 𝑉𝑐𝑠 is the AC measured output voltage of
the converter station and 𝑖𝑑𝑐 is the DC side output current.
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Fig. 3. GSVSC equivalent circuit: (a) AC side; (b) DC side

When the VSC–MTDC system is in a steady state, according to the analysis, the mathematical
model of the GSVSC𝑖 converter station in the 𝑑–𝑞 synchronous rotating coordinate system can
be obtained. 

𝐿𝑠𝑖
d𝑖𝑠𝑑𝑖
d𝑡

= 𝑣𝑠𝑑𝑖 − 𝑣𝑑𝑖 − 𝑅𝑠𝑖𝑖𝑠𝑑𝑖 + 𝑤𝐿𝑠𝑖𝑖𝑠𝑞𝑖

𝐿𝑠𝑖
d𝑖𝑠𝑞𝑖
d𝑡

= 𝑣𝑠𝑞𝑖 − 𝑣𝑞𝑖 − 𝑅𝑠𝑖𝑖𝑠𝑞𝑖 + 𝑤𝐿𝑠𝑖𝑖𝑠𝑑𝑖
. (1)
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By linearizing Eq. (1), the AC measurement model of the GSVSC𝑖 converter station can be
obtained as: 

𝐿𝑠𝑖
dΔ𝑖𝑠𝑑𝑖

d𝑡
= −Δ𝑑𝑖 − 𝑅𝑠𝑖Δ𝑖𝑠𝑑𝑖 + 𝑤𝐿𝑠𝑖Δ𝑖𝑠𝑞𝑖

𝐿𝑠𝑖
dΔ𝑖𝑠𝑞𝑖

d𝑡
= −Δ𝑞𝑖 − 𝑅𝑠𝑖Δ𝑖𝑠𝑞𝑖 − 𝑤𝐿𝑠𝑖Δ𝑖𝑠𝑑𝑖

. (2)

2.3. DC grid side model of receiving converter station

According to Fig. 3(b), the DC side of the GSVSC station is modeled, and the DC side
equation is 

𝐶dc
d𝑉dc
d𝑡

=
𝑃dc
𝑉dc

− 𝑖𝑎

𝐿𝑎

d𝑖𝑎
d𝑡

= 𝑉𝑎 −𝑉dc − 𝑅𝑎𝑖𝑎

. (3)

Formula (3) is expanded and linearized obtained.
𝐶dc

d𝑉dc
d𝑡

=
1

𝑉dc,0
Δ𝑃dc,0 −

𝑃dc,0

𝑉2
dc,0

Δ𝑉dc − Δ𝑖𝑎

𝐿𝑎

dΔ𝑖𝑎
d𝑡

= Δ𝑉𝑎 − Δ𝑉dc − 𝑅𝑎Δ𝑖𝑎

. (4)

2.4. Modeling of converter station controller at receiving end

In the VSC–MTDC system designed in this paper, double closed-loop direct current control
is adopted in the converter station control.

1) Inner loop controller model
The inner loop current controller adjusts the differential mode voltage of the upper and lower

arms of the MMC, so that 𝑖𝑑 can track the 𝑖𝑑ref output by the outer loop controller, and 𝑖𝑞 can
track the 𝑖𝑞ref output by the outer loop controller. At the same time, in the inner loop current
controller, under the premise of considering the disturbance signals 𝑣𝑠𝑑 and 𝑣𝑠𝑞 , the feedforward
decoupling strategy is used to decouple the 𝑑-axis and 𝑞-axis variables.

According to Fig. 4, it can be obtained.


𝑣𝑑𝑖 = − (𝑖𝑑ref𝑖 − 𝑖𝑠𝑑𝑖)

(
𝑘𝑃𝑝𝑖 +

𝑘 𝐼 𝑝𝑖

𝑆

)
𝑣𝑞𝑖 = −

(
𝑖𝑞ref𝑖 − 𝑖𝑠𝑞𝑖

) (
𝑘𝑃𝑞𝑖 +

𝑘 𝐼 𝑞𝑖

𝑆

) . (5)

The state variables 𝑀𝑑𝑖 and 𝑀𝑞𝑖 are introduced.


𝑀𝑑𝑖 =

𝑘 𝐼 𝑝𝑖

𝑆
(𝑖𝑑ref𝑖 − 𝑖𝑠𝑑𝑖)

𝑀𝑞𝑖 =
𝑘 𝐼 𝑞𝑖

𝑆

(
𝑖𝑑ref𝑖 − 𝑖𝑠𝑞𝑖

) . (6)
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Fig. 4. Structure diagram of inner loop controller and mathematical model of VSC

Substituting Eq. (8) into Eq. (7), and linearizing the dynamic equation, we can get



dΔ𝑀𝑑𝑖

d𝑡
= −𝑘 𝐼 𝑝𝑖Δ𝑖𝑠𝑑𝑖 + 𝑘 𝐼 𝑝𝑖Δ𝑖𝑑ref𝑖

dΔ𝑀𝑞𝑖

d𝑡
= −𝑘 𝐼 𝑞𝑖Δ𝑖𝑠𝑞𝑖 + 𝑘 𝐼 𝑞𝑖Δ𝑖𝑞ref𝑖

Δ𝑣𝑑𝑖 = −𝑘𝑃𝑝𝑖Δ𝑖𝑠𝑑𝑖 − 𝑘𝑃𝑝𝑖Δ𝑖𝑑ref𝑖 − Δ𝑀𝑑𝑖

Δ𝑣𝑞𝑖 = −𝑘𝑃𝑞𝑖Δ𝑖𝑠𝑞𝑖 − 𝑘𝑃𝑞𝑖Δ𝑖𝑞ref𝑖 − Δ𝑀𝑞𝑖

. (7)

2) Outer loop controller model

The structure diagram of the outer loop controller is shown in Fig. 5. Among them, 𝑘𝑃 and
𝑘 𝐼 are the proportional coefficient and integral constant of the PI controller, respectively.

Fig. 5. Structure diagram of outer loop controller
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According to the analysis shown in Fig. 5, the reference values 𝑖𝑑ref𝑖 and 𝑖𝑞ref𝑖 of the output
active and reactive currents of the GSVSC𝑖 converter station can be obtained as:

𝑖𝑑ref𝑖 =
(
𝑃acref𝑖 − 𝑃ac𝑖 − 𝐾droop𝑖𝑉dc𝑖

) (
𝑘PP𝑖 +

𝑘 𝐼 𝑃𝑖

𝑆

)
𝑖𝑞ref𝑖 = (𝑄𝑖 −𝑄ref𝑖)

(
𝑘𝑃𝑄𝑖 +

𝑘 𝐼𝑄𝑖

𝑆

) . (8)

The state variables 𝑀𝑃𝑖 and 𝑀𝑄𝑖 are introduced as:
𝑀𝑃𝑖 =

𝑘 𝐼 𝑃𝑖

𝑆

(
𝑃acref𝑖 − 𝑃ac𝑖 − 𝐾droop𝑖𝑉dc𝑖

)
𝑀𝑄𝑖 =

𝑘 𝐼𝑄𝑖

𝑆
(−𝑄𝑖 −𝑄ref𝑖)

, (9)

and let {
𝑃ac𝑖 = 𝑣𝑠𝑖𝑖𝑠𝑑𝑖

𝑄𝑖 = 𝑣𝑠𝑖𝑖𝑠𝑞𝑖
. (10)

Substituting Formula (11) and Formula (12) into Formula (10), and linearizing the dynamic
equation, we can get

dΔ𝑀𝑃𝑖

d𝑡
= −𝑘 𝐼 𝑃𝑖𝑣𝑠𝑖Δ𝑖𝑠𝑑𝑖 − 𝑘 𝐼 𝑃𝑖𝐾droop𝑖,0Δ𝑉dc𝑖 − 𝑘 𝐼 𝑃𝑖𝑉dc𝑖,0Δ𝐾droop𝑖

dΔ𝑀𝑄𝑖

d𝑡
= −𝑘𝑃𝑄𝑖𝑣𝑠𝑖,0Δ𝑖𝑠𝑞𝑖

Δ𝑖𝑑ref𝑖 = −𝑘PP𝑖𝑣𝑠𝑖Δ𝑖𝑠𝑑𝑖 − 𝑘PP𝑖𝐾droop𝑖,0𝑉dc𝑖 − 𝑘PP𝑖𝑉dc𝑖Δ𝐾droop𝑖 + Δ𝑀𝑃𝑖

Δ𝑖𝑞ref𝑖 = −𝑘𝑃𝑄𝑖𝑉𝑠𝑖,0Δ𝑖𝑠𝑞𝑖 + Δ𝑀𝑄𝑖

. (11)

2.5. VSC–MTDC subsystem model

According to Eqs. (2), (4), (7) and (11), the linear state space model of the receiving end for
the GSVSC𝑖 converter station can be obtained as:

dΔx𝑔𝑠𝑖
d𝑡

= A𝑔𝑠𝑖Δx𝑔𝑠𝑖 + B𝑔𝑠𝑖Δu, (12)

where: the state variable is Δx𝑔𝑠𝑖 = [Δ𝑉dc𝑖 , Δ𝑖𝑠𝑑𝑖 , Δ𝑖𝑠𝑑𝑖 , Δ𝑀𝑑𝑖 , Δ𝑀𝑞𝑖 , Δ𝑀𝑃𝑖 , Δ𝑀𝑄𝑖]; the input
variable is Δu𝑔𝑠𝑖 = Δ𝐾droop𝑖 .

In the distributed collaborative optimization control strategy proposed in this paper, in order
to better verify the absorption effect of the system on renewable energy with randomness and
fluctuation, the sending end converter station adopts constant active power control mode and
constant AC voltage control mode, the sending end converter station controller adopts double
closed-loop direct current control, and the double closed-loop control block diagram of the
sending end converter station is shown in Fig. 6.
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Fig. 6. Double closed loop control block diagram of sending end converter station

Considering that the system mainly realizes the optimal control of DC grid voltage through
the cooperative control of the receiving converter station, the modeling of the sending converter
station controller is not included in the system modeling in the process of establishing the
distributed system model. At the same time, the main converter station is controlled by the DC
voltage margin controller, and the dynamic characteristics of the controller have little influence
on the distributed model controller, so its dynamic characteristics are not included in the system
modeling. Finally, the linear state space model for the droop control converter station subsystem
is established as follows:

dΔx𝑖
d𝑡

= A𝑖Δx𝑖 + B𝑖Δu𝑖 + E𝑖Δd𝑖 +
∑︁

𝑗=1, 𝑗≠𝑖

(
A𝑖 𝑗Δx 𝑗 + B𝑖 𝑗Δu 𝑗

)
Δy𝑖 = C𝑖Δx𝑖

, (13)

where: Δx𝑖 , Δu𝑖 , Δd𝑖 and Δy𝑖 represent the state variable, control input, disturbance variable
and output variable of the GSVSC𝑖 subsystem area of the converter station, respectively. A𝑖 , B𝑖 ,
E𝑖 , and C𝑖 are the state matrix, control matrix, disturbance matrix and observation matrix of
the GSVSC𝑖 converter station, respectively. A𝑖 𝑗 and B𝑖 𝑗 are the coupling matrices between the
GSVSC𝑖 converter station and the GSVSC 𝑗 converter station. Δx𝑖 = [Δ𝑉dc𝑖 , Δ𝑖𝑠𝑑𝑖 , Δ𝑖𝑠𝑑𝑖 , Δ𝑀𝑑𝑖 ,
Δ𝑀𝑞𝑖 , Δ𝑀𝑃𝑖 , Δ𝑀𝑄𝑖 , Δ𝑉𝑔𝑠dc𝑖], Δu𝑖 = Δ𝐾droop𝑖 , Δd𝑖 = Δ𝑉𝑔𝑠dc.

According to Eq. (15), the discrete linear state space model of the converter station subsystem
𝐼 with end suspension control is



dΔx𝑖 (𝑘 + 1)
d𝑡

= A𝑑𝑖Δx𝑖 (𝑘) + B𝑑𝑖Δu𝑖 (𝑘) + E𝑑𝑖Δd𝑖 (𝑘)

+
∑︁

𝑗=1, 𝑗≠𝑖

(
A d𝑖 𝑗Δx 𝑗 (𝑘) + B𝑑𝑖 𝑗Δu 𝑗 (𝑘)

)
Δy𝑖 (𝑘) = C𝑑𝑖Δx𝑖 (𝑘)

, (14)

where: A𝑑𝑖 , B𝑑𝑖 , E𝑑 , C𝑑𝑖 , A𝑑𝑖 𝑗 and B𝑑𝑖 𝑗 are the corresponding matrices of A𝑖 , B𝑖 , E𝑖 , C𝑖 , A𝑖 𝑗

and B𝑖 𝑗 after discretization, respectively.
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3. Design of distributed model predictive controller

3.1. Distributed prediction model and control objective
The prediction model of the subsystem 𝑖 for the receiving end droop control converter station

is expressed as:

dΔx𝑖 (𝑘 + ℎ + 1 |𝑘 )
d𝑡

= AℎL𝑖Δx𝑖 (𝑘) + AℎL′
𝑖Δx𝑖 (𝑘) +

ℎ∑︁
𝑠=1

A𝑠−1B𝑑𝑖Δu𝑖 (𝑘 + ℎ |𝑘)

E𝑑𝑖Δd𝑖 (𝑘) +
𝑛∑︁

𝑗=1, 𝑗≠𝑖

ℎ∑︁
𝑠=1

A𝑠−1B𝑑 𝑗Δu𝑖 (𝑘 + 𝑛|𝑘 − 1)

Δy𝑖 (𝑘 + ℎ + 1| |𝑘) = C𝑑𝑖Δx𝑖 (𝑘 + ℎ + 1|𝑘)

, (15)

where: L𝑖 = [0𝑛𝑖×𝑎 𝐼𝑛𝑖 0𝑛𝑖×𝑏], 𝐼𝑛𝑖 is the 𝑛𝑖-order unit matrix; L′
𝐼 = diagonal( [I𝑎 0𝑛𝑖 I𝑏]), I𝑎 and

I𝑏 are the 𝑎-order and 𝑏-order unit matrices, respectively; B𝑖 = [B𝑇 1𝑖 B𝑇 2𝑖 . . .B𝑇 𝑛𝑖]𝑇 .
The optimized performance indicators of the subsystem 𝑖 for the droop control converter

station is as follows:

min 𝐽𝑖 (𝑘) =
𝑃∑︁
ℎ=1

𝑉𝑖 (𝑘 + ℎ|𝑘 − �̂� (𝑘 + ℎ|𝑘))2
Q𝑖

+
𝐶∑︁
ℎ=1

‖Δ𝑢𝑖 (𝑘 + ℎ − 1|𝑘)‖2
R𝑖
, (16)

where: 𝑃 is the prediction time domain, 𝐶 is the control time domain, Q𝑖 and R𝑖 are positive
definite weighting matrices, and 𝑉 (𝑘 + ℎ|𝑘) is the set value of DC voltage.{

𝑉𝑖 min (𝑘 + ℎ|𝑘) ≤ 𝑉𝑖 max (𝑘 + ℎ|𝑘)
Δ𝑢𝑖 min (𝑘 + ℎ|𝑘) ≤ Δ𝑢𝑖 (𝑘 + ℎ − 1|𝑘) ≤ Δ𝑢𝑖 max (𝑘 + ℎ |𝑘)

. (17)

Equation (19) ensures that the DC side voltage of the converter station and the change value
of the droop coefficient of the converter station do not exceed the set value.

3.2. DMPC problem solving based on ADMM algorithm
In the process of the Di-MPC rolling optimization solution in this paper, the alternating

direction method of multipliers (ADMM) is used to solve the distributed optimization problem
and improve the efficiency of the solution.

1) QP form of DMPC problem
The problem of the Di-MPC optimization problem of the receiving end droop control converter

station can be transformed into a QP problem. In each sampling, the online local. The objective
function 𝐽𝑖 (𝑘) is decomposed into two sub-problems,𝐹 (𝑥) and𝐺 (𝑧), and the distributed controller
solves the QP optimization problem at the sampling time 𝑘 as follows:

min 𝐽𝑖 (𝑘) = 𝐹 (𝑥) + 𝐺 (𝑧) = 1
2

X𝑇 H X + Q𝑇 X, (18)

where: 𝐹 (𝑥) and 𝐺 (𝑧) are the convex functions, H and Q are the objective function coefficient
matrices, respectively.
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2) QP problem solving based on ADMM algorithm
The optimization problem is transformed into the ADMM standard form as follows:{

min 𝐹 (𝑥) + 𝐺 (𝑧)
s.t A𝑖𝑥 + B𝑖𝑧 = 𝐶

, (19)

where: 𝑥 ∈ 𝑅𝑛 is the original variable, and 𝑧 ∈ 𝑅𝑚 is the auxiliary variable. A𝑖 , B𝑖 and C are the
coupling coefficient matrices, A𝑖 ∈ 𝑅𝑝×𝑛, B𝑖 ∈ 𝑅𝑝×𝑚, C ∈ 𝑅𝑝 .

The augmented Lagrangian function is constructed as follows:

𝐿𝜌 (𝑥, 𝑧, 𝑢) = 𝐹 (𝑥) + 𝐺 (𝑧) + 𝑢𝑇 (A𝑖𝑥 + B𝑖𝑧 − 𝐶) +
𝜌

2
‖A𝑖𝑥 + B𝑖𝑧 − 𝐶‖ , (20)

where 𝜌 > 0 is the penalty coefficient, 𝑢 is the Lagrange multiplier.
On this basis, the alternating direction method of multipliers is used to iteratively solve the

optimal control problem.

3.3. Distributed model predictive controller
In the process of predictive control, Di-MPC mainly includes predictive model, rolling opti-

mization and feedback correction [20]. The distributed model predictive controller of the droop
control converter station designed in this paper is shown in Fig. 7. Where: 𝐾 ′

droop is the corrected
value of the droop coefficient.

Fig. 7. Distributed model predictive controller for droop control converter station
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4. Distributed cooperative optimization of DC voltage control strategy

The VSC–MTDC system with renewable energy access can be divided into two types accord-
ing to the different systems connected to the AC side of each converter station. The converter
station with new energy access on the AC side is called the sending end converter station; The
converter station connected with the strong AC system is called the receiving converter station.
The workflow of the system control strategy is shown in Fig. 8. The sending end converter station
includes the WF-VSC connected with a wind farm and the PV-VSC connected with a photo-
voltaic power station, which adopts constant active power control mode for control, and tracks
the instantaneous maximum output active power according to MPPT to maximize the utilization
of renewable energy such as wind power and photovoltaic [20]. The converter station at the
receiving-end is connected with the strong AC system, which mainly balances the DC power
fluctuation caused by the randomness and fluctuation of wind power and solar energy, and stabi-
lizes the DC voltage of the system. In the setting process of the receiving converter station, the
converter station with the largest capacity is selected as the main GSVSC station, and the voltage
margin controller is used for control. The GSVSC𝑖 droop control converter station (𝐼 = 1, . . . , 𝑛)
is used as the auxiliary converter station, and the converter station adopts the Di-MPC method
based on cooperative control.

Obtain the DC voltage information of the receiving converter station

The distributed model predictive controller adjusts the 
droop coefficient of GSVSC i

GSVSC operates normally ?

Start

|Vdci-Vdcref | < Vset2?

Yes

Yes

No

|Vdc-Vdcref | < Vset2?
Yes

No

|Vdc-Vdcref | < Vset1?
Yes

The GSVSC of main converter station 
switches to constant DC voltage control mode

No 
No

Fig. 8. Workflow chart of control strategy

When the GSVSC works normally: the WF-VSC and PV-VSC at the sending end of the system
have relatively small fluctuations in the injected power, and when the DC voltage deviation of
the GSVSC at the receiving end of the main converter station |𝑉dc −𝑉dc ref | is less than the preset
value 𝑉set1, the GSVSC𝑖 droop control converter station assumes the DC voltage control task,
the GSVSC works in constant power control mode. When the GSVSC DC voltage deviation
|𝑉dc − 𝑉dc ref | is less than the preset value 𝑉set2 and greater than 𝑉set1, the main GSVSC station
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switches to the constant DC voltage control mode and assumes the DC voltage control task. When
the DC voltage deviation of GSVSC DC voltage |𝑉dc−𝑉dc ref | is greater than the preset value𝑉set2,
the GSVSC𝑖 droop control converter station adopts a cooperative Di-MPC method to control
GSVSC𝑖, and the distributed model predictive controller is exchanged. The droop coefficient of
the converter station is adjusted to maintain the system’s DC voltage within the allowable working
range, and the main GSVSC station still undertakes the task of DC voltage control.

When the GSVSC is out of operation: the GSVSC𝑖 droop control converter station jointly
undertakes the system DC voltage control. The input power of the converter station at the receiving
end of the system fluctuates, resulting in a change in the DC voltage of the converter station at the
receiving end. When the DC voltage deviation |𝑉dc𝑖 − 𝑉dc ref | is less than the preset value 𝑉set2,
the droop coefficient of the droop control converter station does not change, and the DC voltage
remains within the allowable operating range at this time. When the DC voltage deviation of the
receiving end converter station |𝑉dc𝑖 − 𝑉dc ref | is greater than the preset value 𝑉set2, the system
adopts a collaborative Di-MPC method based on the cooperative type to perform collaborative
control on the receiving end droop control converter station.

5. Simulation analysis

5.1. Simulation description

The six-terminal flexible HVDC system is shown in Fig. 9. The system includes six converter
stations. Among them, the WF-VSC and PV-VSC stations are used as the sending end and
connected to wind farms and photovoltaic power stations respectively; the GSVSC1, GSVSC2,
GSVSC3 and GSVSC stations are used as the receiving end converter stations. Additionally, they
are connected to the strong AC power grid. According to regulations, in order to ensure the safe
and stable operation of the VSC–MTDC system, the fluctuation range of the DC grid voltage

WF-VSC

AC Grid 1

Wind Farm

Photovoltaic 
Power Station

PV-VSC

GSVSC1

AC GridGSVSC

AC Grid 3GSVSC3

AC Grid 2GSVSC2

P1 P1 dcP1P ,Q ,V

W1 W1 dcW1P ,Q ,V dcP,Q,V

3 3 dc3P ,Q ,V

2 2 dc2P ,Q ,V1 1 dc1P ,Q ,V

16R

12R

25R

56R

45R23R

34R

Fig. 9. Six terminal flexible DC transmission system
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should be ±0.05 pu. The system simulation parameters are shown in Table 1. For convenience,
the simulation results of this paper have standardized the DC voltage and active power values.

Table 1. System simulation parameters

Parameter name Symbol Value Unit

Rated DC voltage 𝑉dc ref 400 kV

Reference of DC voltage 𝑉ref 400 kV

Reference value of active power 𝑃ref 500 MW

DC side capacitance 𝐶dc 800 μF

AC side equivalent resistance 𝑅𝑠 0.025 Ω

AC side equivalent reactance 𝐿𝑠 73 mH

DC side bridge arm resistance 𝑅𝑎 2 Ω

DC side bridge arm reactance 𝐿𝑎 60 mH

Rated active capacity WF-VSC 2 pu

Rated active capacity PV-VSC 2 pu

Rated active capacity GSVSC1 0.6 pu

Rated active capacity GSVSC2 0.8 pu

Rated active capacity GSVSC3 1.2 pu

Rated active capacity GSVSC 1.4 pu

Preset value of DC voltage deviation 𝑉set1 0.01 pu

Preset value of DC voltage deviation 𝑉set2 0.03 pu

5.2. The system operates normally

Example 1: The remaining margin of the main GSVSC station can bear the unbalanced power.
In the initial state. The power injected into the DC grid from wind farms and photovoltaic

power plants is 1.0 pu and 0.8 pu, respectively. At 4.5 s, the power injected by the WF-VSC into
the DC grid will increase from 1.0 pu to 1.1 pu. At 6.5 s, the power injected by the WF-VSC into
the DC grid will increase from 1.1 pu to 1.5 pu. The simulation curve of the converter station
when the input power fluctuates is shown in Figs. 10(a) and 10(b).

According to the simulation results, in the proposed control strategy, when the output fluctu-
ation of wind farms and photovoltaic power stations is small, the droop control converter station
undertakes unbalanced power distribution and stabilizes the DC voltage of the system. When the
DC side voltage deviation of the GSVSC in the main converter station is greater than 0.01 pu, its
working mode will be switched to constant DC voltage control to undertake system DC voltage
control. Although there is a small deviation in DC voltage, it can effectively avoid the DC voltage
stability problem caused by droop coefficient adjustment.
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(a) (b)

(c) (d)

Fig. 10. Simulation curve of VSC with input power fluctuation simulation curve of VSC: (a) active power
curve of VSC; (b) DC voltage curve of VSC; (c) active power curve of VSC; (d) DC voltage curve of VSC

Example 2: The remaining margin of the main GSVSC station is not enough to bear the
unbalanced power.

In the initial state, the MTDC system operates stably. At 5.0 s, the power injected by WF-VSC
into the DC grid will increase from 1.4 pu to 1.8 pu. At 7.0 s, the PV-VSC will inject DC power
the grid power is increased from 1.0 pu to 1.4 pu. The simulation curve of the converter station
of the VSC–MTDC system is shown in Figs. 10(c) and 10(d).

The simulation results show that when the residual margin of GSVSC in the main converter
station can bear the unbalanced power, the DC voltage of the system remains stable. When the
residual margin of the GSVSC in the main converter station is insufficient, the unbalanced power
of the system is jointly borne by GSVSC1, GSVSC2 and GSVSC3 converter stations. The droop
control converter station adjusts the droop coefficient to reduce the DC grid voltage deviation of
the converter station.

The next part mainly focuses on the analysis of the constant droop coefficient control and the
variable droop coefficient control, and the control performance under the active power fluctuation
working conditions at the sending end. Among them, the variable droop coefficient adjusts the
droop coefficient of the receiving end droop control converter station through two different control
methods: centralized model predictive control (CMPC) and Di-MPC.

In the initial state, the VSC–MTDC system operates stably, taking the input active power
fluctuation of Example 2 as a reference. At 7 s, when the operating state and power fluctuation
value are the same as in Example 2, three different control methods, namely, the fixed droop
coefficient, CMPC and Di-MPC are used to control the system. The comparison chart of DC
voltage simulation curves of the VSC with different control strategies is shown in Fig. 11.
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Fig. 11. Comparison of DC voltage simulation curves of VSC with different control strategies

From the analysis of the comparison chart of the DC voltage simulation curve of each
converter station, it can be seen that for the fixed droop coefficient control method, when the input
power of the sending end increases too much, the DC voltage rises sharply and exceeds the set
value, resulting in a large DC voltage deviation. Both CMPC and Di-MPC can adjust the droop
coefficient of the droop control converter station to restore the DC grid voltage to the steady-state
value before power fluctuation and reduce the DC voltage deviation. Compared with the CMPC,
the Di-MPC has a faster DC voltage response speed, smaller fluctuation value, shorter recovery
time and better dynamic performance. When the system adopts different control strategies, the
control effect data comparison is shown in Table 2.

Table 2. Comparison of control effect data of different control strategies

Control strategy Time of adjustment
t (s)

DC voltage deviation of main
converter station value (pu)

Constant droop coefficient 0.045 0.078

CMPC 0.85 0.013

Di-MPC 0.44 0.014

5.3. System fault condition

Example 1: The GSVSC1 converter station exits operation.
In the initial state, the VSC–MTDC system operates stably. At 5 s, the GSVSC1 receiving-end

converter station fails, and the converter station transmits 0 to the AC grid. At 6 s, the GSVSC1
receiving-end converter station returns to normal. The power delivered by the converter station to
the AC grid is restored to a input power value of 0.2 pu before the failure. The simulation curve
of the converter station of the VSC–MTDC system is shown in Figs. 12(a) and 12(b).
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(a) (b)

(c) (d)

Fig. 12. Simulation curve of VSC under system fault condition: (a) active power curve of VSC under out
of operation condition; (b) DC voltage curve of VSC under out of operation condition; (c) active power
curve under system communication fault condition; (d) DC voltage curve under system communication fault

condition

In the proposed control strategy, the main GSVSC station uses a voltage margin controller for
control. When the system power fluctuation value does not exceed the main converter station’s
own capacity, the unbalanced power caused by the shutdown and access of the GSVSC1 converter
station is all borne by the main converter station, and the system DC voltage remains stable.

Example 2: The main converter station exits operation.
At 7 s, the main converter station itself fails, and it no longer delivers power to the AC grid.

The simulation curve of the VSC–MTDC system is shown in Figs. 12(c) and 12(d).
According to the analysis of the simulation results, the unbalanced power caused by the

shutdown of the GSVSC of the main converter station will be borne by the droop control
converter station. When the DC voltage deviation exceeds the set value, the receiving droop
control converter station adjusts the droop coefficient of the converter station through distributed
model predictive control to restore the DC grid voltage to the expected value.

Example 3: System communication failure.
In the initial state, the system operates stably, and the injected DC power of the wind farm and

photovoltaic power station is 1.4 pu and 1.0 pu, respectively. At 5 s, the system has communication
failure. At this time, the injection power of the WF-VSC to the DC power grid increases from
1.4 pu to 1.8 pu, and the injection power of the PV-VSC to the DC power grid increases from
1.0 pu to 1.1 pu. At 5 s, the system communication returns to normal. The simulation curve of
the converter station of the VSC–MTDC system is shown in Figs. 12(c) and 12(d).

According to the analysis of the simulation results, under the condition of communication
failure, the system can still maintain stable operation within a certain power fluctuation range, but
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the deviation between DC grid voltage and reference values is large. After the system communi-
cation is restored, the sag coefficient of the converter station will be adjusted to improve the DC
voltage control accuracy of the system.

6. Conclusion

Aiming at the problems of power system’s DC grid voltage control deviation and instabil-
ity caused by large-scale renewable energy access to the VSC–MTDC, this paper combines the
advantages of DC voltage margin control and DC voltage droop control, and proposes a distri-
bution based on a sparse communication network that cooperatively optimizes the DC voltage
control strategy. The proposed control strategy effectively reduces the number of droop coefficient
adjustments, avoids the instability of DC voltage control caused by frequent droop coefficient
adjustments, and reduces the DC grid voltage control deviation. The simulation results show that:

1. When the DC voltage deviation does not exceed the preset value, the unbalanced power
generated by the fluctuation of the renewable energy output in the system will be borne by
the main converter station, effectively avoiding the DC grid voltage caused by the frequent
adjustment of the droop coefficient. Fluctuations ensure the stability of the system’s DC
voltage control.

2. When the DC voltage deviation exceeds the preset value, the receiving end droop control
converter station adjusts the droop coefficient of the droop control converter station through
a cooperative Di-MPC method to quickly restore the DC voltage to the desired DC voltage
value, so that the system DC voltage control has better dynamics and accuracy.

3. For the receiving converter station of the VSC–MTDC system, including the main converter
station and droop control converter station, as well as any receiving converter station out
of operation and system communication failure, the proposed control strategy can still
maintain the stable operation of the system.
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